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-L- POT Sta.  23+29.61 = 
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W/ CLASS B RIP RAP
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SLOPE = 0.4%
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SPECIAL CUT DITCH

FROM -L- STA. 24+00 TO STA. 25+62 RT.

DETAIL 1

Min. D=1 Ft.

Ground

Natural Slope

Ditch

Front

Flatter
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SPECIAL CUT DITCH

DETAIL 2

Max. d=1 Ft.

Min. D=2 Ft.

Type of Liner= Class B Rip-Rap

Slope

Ditch

Front

Ground

Natural

Geotextile

FROM -L- STA. 26+62 TO STA. 29+90 RT.

18" 18" 

18" 

SEE DETAIL 4

SLOPE = 0.6%

EST 20 SY GEOTEXTILE

EST 6 TONS

EST DDE=5 CY

W/ CLASS B RIP RAP
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( Not to Scale)

STANDARD BASE DITCH

B

d

FROM STA. 28+37 TO STA. 28+66 -L- RT

DETAIL 3

B=3.0 Ft.

Max. d=1.0 Ft.

Min. D=4.5 Ft.
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Natural

Ground

Natural

*When B is < 6.0'

Type of Liner= Class B Rip-Rap

Geotextile
2:
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D

( Not to Scale)

d

STANDARD 'V' DITCH

FROM STA. 30+80 TO STA. 30+95 -L- RT

Type of Liner= B Rip-Rap
Max. d=1 Ft.

Min. D=1 Ft.

DETAIL 4

Ground
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Ground
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Geotextile
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UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 

40 LF OF 6" WATER LINE

180 LF OF 6" WATER LINE

8" GATE VALVE - 1 EA.
12" X 8" TEE - 1 EA.548 LF OF 12" WATER LINE

120 LF OF 8" WATER LINE

12 LF OF 8" WATER LINE

120 LF OF 12" WATER LINE

16 LF OF 8" WATER LINE

OF UTILITY LINE
ABANDON 120 LF 

OF UTILITY LINE
ABANDON 163 LF 

PFH

ADJUST MANHOLE - 1 EA.

ADJUST MANHOLE - 1 EA.

RELOCATE METER BOX - 1 EA.

RWM

UTILITY LINE
OF 100 LF 

ABANDON 

RECONNECT WATER METER - 3 EA.

RECONNECT WATER METER - 1 EA.

MANHOLE - 1 EA.
ADJUST 

REMOVE FIRE HYDRANT - 1 EA.
FIRE HYDRANT - 1 EA.

8" PLUG - 1 EA.

8" PLUG - 1 EA.

OF UTILITY LINE
ABANDON 130 LF 

OF UTILITY LINE
ABANDON 109 LF 

OF UTILITY LINE
ABANDON 210 LF 

OF UTILITY LINE
ABANDON 286 LF 

OF UTILITY LINE
ABANDON 430 LF 

OF UTILITY LINE
ABANDON 451 LF 

UTILITY LINE
95 LF OF 
ABANDON 

RECONNECT WATER METER - 6 EA.

- 1 EA.
8" PLUG 

THIS SHEET
1400 LF OF 12" WATER LINE 8" PLUG - 1 EA.

ADJUST VALVE BOX - 1 EA.
8" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
8" GATE VALVE - 1 EA.
12" GATE VALVE - 1 EA.
12" X 8" TEE - 1 EA.

12" PLUG - 2 EA.
8" PLUG - 1 EA.
8" GATE VALVE - 1 EA.
8" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.

6" GATE VALVE - 1 EA.
6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.

6" GATE VALVE - 1 EA.
6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
12" GATE VALVE - 1 EA.
12" X 6" TEE - 1 EA.

12" GATE VALVE - 1 EA.
12" X 6" TEE - 1 EA.

8" PLUG - 1 EA.
8" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
8" GATE VALVE - 2 EA.
12" GATE VALVE - 1 EA.
12" x 8" TEE - 2 EA.

WATER LINE
124 LF OF 8" 

TRANS. COUPLING - 1 EA.
8" M.J. SLEEVE OR 
8" GATE VALVE - 1 EA.

REMOVE FIRE HYDRANT - 1 EA.
FIRE HYDRANT - 1 EA.

P
F
H

TRANS. COUPLING - 1 EA.
8" M.J. COUPLING OR 
6" X 8" TEE - 1 EA.
100 LF OF 8" WATER LINE

12" PLUG - 1 EA.
12" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
12" GATE VALVE - 3 EA.
12" x 12" TEE - 2 EA.

20 LF OF 12" WATER LINE

12" PLUG - 1 EA. 
12" GATE VALVE - 1 EA.
12" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.

GRAVITY SEWER #1
GRAVITY SEWER
125 LF OF 6" DI SANITARY 

GV

G
V

GV

GV

G
V

G
V

G
V

G
V

G
V

GV

G
V

GV GV

G
V

G
V

GV

G
V

GV

CONDITIONS. SEE SHEET UC-3E FOR LENGTHS FOR FITTINGS.
THE ACTUAL QUANTITY WILL VARY BASED ON FIELD 
12" - 1068 LF
8" - 272 LF
6" - 166 LF
WATER PIPE FOR THIS PLAN SHEET IS:
THE ESTIMATED QUANTITY OF RESTRAINED JOINT 

FIELD CONDITIONS.
OF FITTINGS WILL VARY BASED ON THE ACTUAL 
1966 POUNDS. THE ACTUAL QUANTITY AND TYPE 
WATER PIPE FITTINGS ON THIS PLAN SHEET IS 
THE ESTIMATED QUANTITY OF DUCTILE IRON 

8/4/2017
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8" GATE VALVE - 1 EA.
12" GATE VALVE - 1 EA.
12" x 8" TEE - 1 EA.

PFH

100 LF OF 8" WATER LINE

40 LF OF 6" WATER LINE

120 LF OF 12" WATER LINE

FIRE HYDRANT - 1 EA.

PFH

FIRE HYDRANT - 1 EA.

PFH

ADJUST MANHOLE - 2 EA.

RECONNECT WATER METER - 1 EA.

6" GATE VALVE - 1 EA.
12" GATE VALVE - 1 EA.
12" x 6" TEE - 1 EA.

VALVE BOXES - 2 EA.
ADJUSTMENT OF 

RECONNECT WATER METER - 1 EA.

RECONNECT WATER METER - 1 EA.

MANHOLE - 1 EA.

ADJUST 

METERS - 4 EA.
RECONNECT WATER 

REMOVE FIRE HYDRANT - 1 EA.

REMOVE FIRE HYDRANT - 1 EA.

RECONNECT WATER METER - 1 EA.

UTILITY LINE
152 LF OF 
ABANDON 

OF UTILITY LINE
ABANDON 380 LF 

OF UTILITY LINE
ABANDON 795 LF 

UTILITY LINE
214 LF OF 
ABANDON 

UTILITY LINE
191 LF OF 
ABANDON 

RECONNECT WATER METER - 1 EA.

THIS SHEET
1368 LF OF 12" WATER LINE

AND HYDRANT VALVE
MIN. 3' BETWEEN VALVE
6" GATE VALVE - 1 EA.
110 LF OF 6" WATER LINE

6" GATE VALVE - 1 EA.
12" X 6" TEE - 1 EA.
40 LF OF 6" WATER LINE 6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.

6" GATE VALVE - 1 EA. 
12" GATE VALVE - 1 EA.
12" X 12" TEE - 1 EA.
12" x 6" TEE - 1 EA.

12" GATE VALVE - 1 EA.
TRANS. COUPLING - 1 EA.
12" M.J. SLEEVE OR 

8" x 6" REDUCER - 1 EA.
12" PLUG - 2 EA.
ADJUSTMENT OF VALVE BOXES - 1 EA.
6" X 6" TEE - 1 EA.
FIRE HYDRANT - 1 EA.
6" GATE VALVE - 1 EA.
6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
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V
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CONDITIONS. SEE SHEET UC-3E FOR LENGTHS FOR FITTINGS.
THE ACTUAL QUANTITY WILL VARY BASED ON FIELD 
12" - 816 LF
8" - 100 LF
6" - 190 LF
WATER PIPE FOR THIS PLAN SHEET IS:
THE ESTIMATED QUANTITY OF RESTRAINED JOINT 

FIELD CONDITIONS.
OF FITTINGS WILL VARY BASED ON THE ACTUAL 
1309 POUNDS. THE ACTUAL QUANTITY AND TYPE 
WATER PIPE FITTINGS ON THIS PLAN SHEET IS 
THE ESTIMATED QUANTITY OF DUCTILE IRON 

8/4/2017
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E
O
I

City of Wilson, 6", CI

City of Wilson, 8", Steel 

City of Wilson, 2", Plast
ic

E
O
I

E
O
I

142 LF OF 8" WATER LINE

8" GATE VALVE - 1 EA.
12" GATE VALVE - 1 EA.
12" X 8" TEE - 1 EA.

PFH

FIRE HYDRANT - 1 EA.

FIRE HYDRANT - 1 EA.

ADJUSTMENT OF VALVE BOX - 1 EA.
ADJUSTMENT OF METER BOX - 1 EA.

ADJUST MANHOLE - 1 EA.

ADJUST MANHOLE - 1 EA.

PFH

RECONNECT WATER METER - 8 EA.

RECONNECT WATER METER - 3 EA.

RECONNECT WATER METER - 2 EA.

P
F

H

6" GATE VALVE - 1 EA.
12" GATE VALVE - 1 EA.
12" x 6" TEE - 1 EA.

REMOVE FIRE HYDRANT 1 - EA.
FIRE HYDRANT - 1 EA.
6" GATE VALVE - 1 EA.

RECONNECT WATER METER - 1 EA.

RECONNECT WATER METER - 1 EA.

120 LF OF 6" WATER LINE

OF UTILITY LINE
ABANDON 1060 LF 

OF UTILITY LINE
ABANDON 1020 LF 

OF UTILITY LINE
ABANDON 160 LF 

OF UTILITY LINE
ABANDON 180 LF 

METER - 2 EA.
WATER 
RELOCATE

RWMRWM

8" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
8" GATE VALVE - 1 EA.

17 LF OF 6" WATER LINE
6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
6" GATE VALVE - 1 EA.
12" X 6" TEE - 1 EA.

THIS SHEET
1242 LF OF 12" WATER LINE

ABANDON MANHOLE - 1 EA.

4' DIA. MANHOLE - 1 EA.

OF UTILITY LINE
ABANDON 150 LF 

CONDITIONS. SEE SHEET UC-3E FOR LENGTHS FOR FITTINGS.
THE ACTUAL QUANTITY WILL VARY BASED ON FIELD 
12" - 508 LF
8" - 142 LF
6" - 140 LF
WATER PIPE FOR THIS PLAN SHEET IS:
THE ESTIMATED QUANTITY OF RESTRAINED JOINT 

FIELD CONDITIONS.
OF FITTINGS WILL VARY BASED ON THE ACTUAL 
408 POUNDS. THE ACTUAL QUANTITY AND TYPE 
WATER PIPE FITTINGS ON THIS PLAN SHEET IS 
THE ESTIMATED QUANTITY OF DUCTILE IRON 

G
V

G
V

G
V

G
V

G
V

G
VGV GVGV

G
V

G
V

ADJUSTMENT OF METER BOXES - 4 EA.
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UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 

20 LF OF 6" WATER LINE

122 LF OF 6" WATER LINE

PFH

16 LF OF 6" WATER LINE

36 LF OF 8" WATER LINE

134 LF OF 8" WATER LINE

PFH

145 LF OF 6" WATER LINE

20 LF OF 6" WATER LINE

FIRE HYDRANT - 1 EA.

PFH

ADJUST MANHOLE - 1 EA.

ADJUST MANHOLE - 1 EA.

ADJUST MANHOLE - 1 EA.

ADJUST MANHOLE - 1 EA.

ADJUST MANHOLE - 1 EA. ADJUST MANHOLE - 1 EA.

ADJUST MANHOLE - 1 EA.

RECONNECT WATER METER - 2 EA.

METER - 1 EA.
RELOCATE WATER 

HYDRANT - 1 EA.
FIRE 

RECONNECT WATER METER - 3 EA.

METER - 2 EA.
RECONNECT WATER 

HYDRANT - 1 EA.
REMOVE FIRE 
FIRE HYDRANT - 1 EA.

UTILITY LINE
162 LF OF 
ABANDON 

UTILITY LINE
1350 LF OF 
ABANDON 

METER - 1 EA.
RECONNECT WATER 

6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
6" GATE VALVE - 1 EA.
12" GATE VALVE - 1 EA.
12" X 6" TEE - 1 EA.

8" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
8" GATE VALVE - 1 EA.

6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
6" GATE VALVE - 1 EA.

6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
6" GATE VALVE - 1 EA.
12" GATE VALVE - 1 EA.
12" X 6" TEE - 1 EA.

6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
6" GATE VALVE - 1 EA.
12" GATE VALVE - 1 EA.
12" X 6" CROSS - 1 EA.

THIS SHEET
1350 LF OF 12" WATER LINE

142 LF OF 8" WATER LINE

8" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
8" GATE VALVE - 1 EA.

8" GATE VALVE - 1 EA.
12" x 8" TEE - 1 EA.

4' DIA. MANHOLE - 1 EA.

8" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
8" GATE VALVE - 2 EA.
12" GATE VALVE - 1 EA.
12" X 8" TEE - 2 EA.

GRAVITY SEWER #2
GRAVITY SEWER
25 LF OF 6" DI SANITARY 

TRANS. COUPLING - 1 EA.
6" M.J. SLEEVE OR 
6" GATE VALVE - 1 EA.

CONDITIONS. SEE SHEET UC-3E FOR LENGTHS FOR FITTINGS.
THE ACTUAL QUANTITY WILL VARY BASED ON FIELD 
12" - 1160 LF
8" - 312 LF
6" - 218 LF
WATER PIPE FOR THIS PLAN SHEET IS:
THE ESTIMATED QUANTITY OF RESTRAINED JOINT 

FIELD CONDITIONS.
OF FITTINGS WILL VARY BASED ON THE ACTUAL 
4764 POUNDS. THE ACTUAL QUANTITY AND TYPE 
WATER PIPE FITTINGS ON THIS PLAN SHEET IS 
THE ESTIMATED QUANTITY OF DUCTILE IRON 

6" GATE VALVE - 1 EA.
12" X 6" TEE - 1 EA.
40 LF OF 6" WATER LINE

GV
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FIKEWOOD RESTAURANT LLC
FIKEWOOD RETAIL LLC
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A E COX PROPERTIES LLC

MCDONALDS REAL ESTATE COMPANY
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BREWCO ENTERPRISES INC
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REMOVE +/- 50' 
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SEE DETAIL 5
EST 140 SY GEOTEXTILE
EST 90 TONS
EST DDE= 210 CY
W/ CLASS I RIP RAP
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RCP-III
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( Not to Scale)
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DETAIL 5

B= 5 Ft.

Max. d= 5.4 Ft.

Min. D= 5.4 Ft.
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Natural

Ground
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*When B is < 6.0'

Type of Liner= CLASS I Rip-Rap
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MATCH LINE -EY17- STA. 40+00.00 SEE SHEET UC-11

MATCH LINE -EY17- STA. 48+00.00 SEE SHEET UC-12

UNTIL ALL SIGNATURES ARE COMPLETED
DOCUMENT NOT CONSIDERED FINAL 

P
RO

FESSIONA
L

ENGINEER

NO
RT

H CAROLINA

SEAL

034367

R
E

NKCUB .H 
D

D
O

T

152 LF OF 6" WATER LINE

PFH

86' LT

-L- Sta. 84+62

62' LT

-L- Sta. 84+86

56 LF OF 12" WATER LINE

12" PLUG - 1 EA.
12" GATE VALVE - 1 EA.

125 LF OF 12" WATER LINE

12" PLUG

PFH

RECONNECT WATER METER

6" GATE VALVE - 1 EA.
12" GATE VALVE - 1 EA.
12" X 6" TEE - 1 EA.

ADJUST VALVE BOX - 1 EA.

UTILITY LINE
1040 LF OF 
ABANDON 

UTILITY LINE
165 LF OF 
ABANDON 

12" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
12" GATE VALVE - 2 EA.
12" X 12" TEE - 1 EA.

12" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
12" X 12" TEE - 1 EA.
12" GATE VALVE - 2 EA.

6" M.J. SLEEVE OR TRANS. COUPLING - 1 EA.
6" GATE VALVE - 1 EA.

HYDRANT VALVE
3' MIN. BETWEEN 6" VALVE AND
6" GATE VALVE - 1 EA.
152 LF OF 6" WATER LINE

6" GATE VALVE - 1 EA.
12" X 6" TEE - 1 EA.

REMOVE FIRE HYDRANT - 1 EA.

FIRE HYDRANT - 1 EA.

1222 LF OF 12" WATER LINE
12" X 12" TEE - 1 EA.

G
V

G
V

G
V

G
V

G
V

G
V

GV

G
V

GV
GV

G
V

GVGV

CONDITIONS. SEE SHEET UC-3E FOR LENGTHS FOR FITTINGS.
THE ACTUAL QUANTITY WILL VARY BASED ON FIELD 
12" - 827 LF
6" - 252 LF
WATER PIPE FOR THIS PLAN SHEET IS:
THE ESTIMATED QUANTITY OF RESTRAINED JOINT 

FIELD CONDITIONS.
OF FITTINGS WILL VARY BASED ON THE ACTUAL 
916 POUNDS. THE ACTUAL QUANTITY AND TYPE 
WATER PIPE FITTINGS ON THIS PLAN SHEET IS 
THE ESTIMATED QUANTITY OF DUCTILE IRON 
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GRAVITY SEWER

WITH 125 LF OF 6" DI
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WATER

1110

WATER

18" RCP-IV 
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6" WATER LINE

-L- STA. 87+40

12" WATER LINE

18" RCP-IV 

24" RCP-IV WATER
WATER

-L- STA. 73+46

6" WATER LINE

GRAVITY SEWER #1

6" GAVITY SEWER
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